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ABSTRACT 

This poster session will provide guidance in designing systems required for wastewater pumping stations 

in order to be compliant with NFPA 820.  NFPA 820 is a standard for fire protection in wastewater 

treatment and collection facilities, and includes pumping stations. Combustible gas detection, ventilation 

monitoring and signaling systems will be discussed. Emphasis will be placed on the signaling system, which 

must be a specialized supervisory system to be NFPA 820 compliant. It is the authors’ observation that 

many pumping stations do not include a supervised signaling system, and thus are not NFPA 820 

compliant.    

The design practices and lessons learned of three pump stations that are now in operation will be 

discussed. The enhancements to a fourth pump station now in design will be identified as well. The poster 

session will include both a P&ID of a pump station as well as a block diagram detailing the network 

configuration of the supervised signaling system. 
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